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NOTES:

1. PIV SHALL BE LOCATED AT LEAST 5' FROM BUILDING OR STRUCTURE.
2. PIVREQUIRES 36" OF UNOBSTRUCTED CLEARANCE AROUND THE PERIMETER OF PIV STANDPIPE.
3. "OPEN" AND "SHUT"1 TARGETS MUST BE SET FOR THE APPROPRIATE VALVE SIZE.
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